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GAS WELL INSPECTION FORM 
AFI #: 11-237691 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Day / Total 
1001 Ragland Rd.  


Separators: 7 Compressors: 0 Tanks: 3 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 7 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-11-28T16:31:44-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237688 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Duke / Total         
1011 W. Harris Rd. 


 Separators: 10 Compressors: 0 Tanks: 12 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 10


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 10/30/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-31T15:30:32-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237602 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Fulson / Total
5720 S. Watson Rd.


 Separators: 3 Compressors: 5 Tanks: 0 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 3


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-06T15:40:09-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 12-316376 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


GM #1 (Large) / Total 
2525 E. Division St.


 Separators: 15 Compressors: 4 Tanks: 21 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 15


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-06T15:42:44-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237668 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


GM #1 (Small) / Total 
2525 E. Division St.


 Separators: 3 Compressors: 0 Tanks: 0 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 3


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-06T15:44:07-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass








Page 1 of 1 


GAS WELL INSPECTION FORM 
AFI #: 11-237572 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Galletta / Total 
2311 Richmond Dr.


 Separators: 2 Compressors: 1 Tanks: 8 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 2


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 10/25/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-25T15:54:50-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 12-315922 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Greenman/ Total 
2790 Greenbelt Rd.


 Separators: 1 Compressors: 0 Tanks: 3 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 1


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 12/21/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-21T15:47:41-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237619 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Highpoint / Total 
2250 E. Arbrook Blvd.


 Separators: 4 Compressors: 1 Tanks: 5 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 4


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/22/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-11-22T10:56:16-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237642 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


I-20 JV / Total 
2300 E. Bardin Rd. 


 Separators: 13 Compressors: 2 Tanks: 10 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 13


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/22/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-11-22T10:25:02-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237612 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


KISD / Total 
5700 US 287


 Separators: 10 Compressors: 2 Tanks: 12 Hydrants: 2 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 10


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/01/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-11-28T16:30:51-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237663 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Landing / Total
4801 S. Center St. 


 Separators: 7 Compressors: 1 Tanks: 8 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 7


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: Workers living on-site at time of inspection. Gate remaining unlocked.

		InspectionDate_af_date: 12/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-20T16:03:39-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass








Page 1 of 1 


GAS WELL INSPECTION FORM 
AFI #: 11-237692 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


MITX/ Total
8050 S. Collins St.


Compressors: 0 Tanks: 4 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 1


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Separators: 1





		Narrative: 

		InspectionDate_af_date: 10/25/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-25T15:59:29-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237667 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Mansfield Wells / Total 
1051 Mansfield Webb Rd.


Compressors: 0 Tanks: 4 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 4


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Separators: 4





		Narrative: 

		InspectionDate_af_date: 10/24/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-25T15:55:44-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237604 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Matlock / Total 
1811 E. Arbrook Blvd.


Compressors: 0 Tanks: 10 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 7


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Separators: 7





		Narrative: 

		InspectionDate_af_date: 10/25/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-25T15:54:04-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237931 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 1 Tanks: 8 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 2


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


O'Day / Total 
3005 Pleasant Valley Ln.


Separators: 2





		Narrative: 

		InspectionDate_af_date: 10/30/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-31T15:31:41-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 09-146196 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 2 Tanks: 10 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 4


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Palos Verdes / Total 
1157 SW Green Oaks Blvd.


Separators: 4





		Narrative: Hazmat placards on tanks but not at front gate.

		InspectionDate_af_date: 12/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-20T16:02:33-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237595 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 0 Tanks: 2 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 1


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Rocking Horse/ Total 
4945 S. Collins St. 


Separators: 1





		Narrative: 

		InspectionDate_af_date: 10/25/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-25T16:01:21-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass








Page 1 of 1 


GAS WELL INSPECTION FORM 
AFI #: 11-237682 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 0 Tanks: 6 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 2


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Royal Arch / Total 
1301 W. Division St. 


Separators: 2





		Narrative: No Exit Sign on pedestrian gate on NW corner

		InspectionDate_af_date: 12/21/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-21T15:45:53-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237661 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 0 Tanks: 4 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 3


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


SW Parkway / Total 
816 N. Great SW Pkwy.


Separators: 2





		Narrative: Width of access road well under 24 feet.ESD will need new signage.Wasp nest in EAP/SDS mailbox.Homeless community observed near entrance.

		InspectionDate_af_date: 12/21/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-21T15:47:10-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237615 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 0 Tanks: 9 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 9


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Stoner/ Total 
500 E. I-20 Hwy. 


Separators: 9





		Narrative: Wells on site labeled under 4151 S Center St.

		InspectionDate_af_date: 12/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-20T16:04:43-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237664 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 0 Tanks: 5 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 4


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


TCC/ Total
6800 S. Watson Rd.


Separators: 4





		Narrative: 

		InspectionDate_af_date: 11/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-06T15:41:48-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-238185 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 1 Tanks: 11 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 4


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


Truman / Total
6800 S. Watson Rd.


Separators: 4





		Narrative: 

		InspectionDate_af_date: 10/30/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-31T15:32:33-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237687 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Compressors: 0 Tanks: 10 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 11


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A


White / Total 
1899 Turner Way


Separators: 11





		Narrative: 

		InspectionDate_af_date: 10/12/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-10-16T14:16:14-0500

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass








Gas Well Inspection 
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Total
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INTRODUCTION 


Purpose: 


The  exploration,  development,  and  production  of  gas  in  the  City of  Arlington  are  activities  which 
necessitate  reasonable  regulation  to   ensure  that   all   property owners,   mineral   and  otherwise,  
have the    right    to    peaceably   enjoy  their    property  and    its    benefits    and    revenues. During 
the 1stthQuarter   of   2024   the   Planning and Development Services (P&DS) and    the Arlington  Fire 
Department   (AFD)   of  the  City o f  Arlington   conducted   inspections   of  Gas   Well pad   sites   
within  the  cit y limits  to  ensure  compliance  with  the  following:   The  City of   Arlington Gas   
Drilling  and  Production   Ordinance,   the   Fire   Prevention   Ordinance   and   provide   gas   well 
permittees notice of violations on gas well pad sites. 


Authority: 


In   accordance  with  City of  Arlington  “Gas  Drilling and  Production”  Ordinance,  Section  3.01  of 
the   Inspector  of  the  Ordinance,  the  City Man ager  shall  designate  officials  who  shall  enforce  the 
provisions  of  the  Ordinance.       The   Inspector  shall  have  the  authority to  enter  and  inspect  an y 
premises    covered   b y  t he   provisions    of   the   Ordinance   to   determine   compliance   with   the 
provisions  of  the  Ordinance  and  all  applicable  laws,  rules,  regulations,  standards  or  directives  of 
the State.     The  Inspector  shall  have  the  authority to  issue  any orders  or  directives  required  to  carry 
out  the  intent  and  purpose  of the  Ordinance  and  its  particular  provisions.   Failure  of an y person  to 
comply with  an y such  order  or  directive  shall  constitute  a  violation  of the  Ordinance.  In  accordance 
with  the  City o f Arlington  “Fire  Prevention”  Ordinance,  Section  1.03,   IFC  104.3  Right of Entr y, 
whenever necessary to make an inspection to enforce an y of the provisions of the Fire Code. 


Inspectors: 


Cecilia  Leyba- Gas Well Coordinator (P&DS)


Bryan Callahan- Gas Well Specialist (P&D
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NOTICE OF VIOLATION LETTER 
During the dates in the reports listed below, the Gas Well Specialist and the Fire Prevention 
Specialist of the City of Arlington conducted compliance inspections to identify and 
inform TEP Barnett USA, LLC (Total) of violations on Gas Well pad sites within the City 
of Arlington. Each Total site was inspected and violations documented in the reports 
attached. 


Section 10.01 and IFC 109.3 Penalty 


A. It shall be unlawful and an offense for any person to do the following:


1. Engage in any activity not permitted by the terms of a Gas Well Permit issued
under this Chapter; or the Fire Prevention Chapter.


2. Fail to comply with any condition set forth in a Gas Well Permit issued under this
Chapter or the Fire Prevention Chapter


B. A person who violates any provision of these Chapters by performing an act prohibited
or by failing to perform an act required is guilty of a misdemeanor; each  day the
violation continues shall be a separate offense.


1. If the definition of an offense under this Chapter does not prescribe a culpable
mental state, then a culpable mental state is not required.  Such offense shall be
punishable by a fine not to exceed Five Hundred Dollars and No Cents ($500.00).
Although not required, if a culpable mental state is in fact alleged in the charge of
the offense and the offense governs fire safety, zoning, or public health and
sanitation, including dumping of refuse, such offense shall be punishable by a fine
not to exceed Two Thousand Dollars and No Cents ($2,000.00).


3. If the definition of an offense under these Chapters prescribes a culpable mental state
and the offense governs fire safety, zoning, or public health and sanitation, including
dumping of refuse, then a culpable mental state is required and the offense shall be
punishable by a fine not to exceed Two Thousand Dollars and No Cents ($2,000.00).
(Amended “Gas Drilling and Production” Ord 10-012, 1/12/10) (Amended “Fire
Prevention” Ord 12-021, 4/24/2012 )


 Total is hereby required, per section 5.06 (A) and (B) of the “Gas Drilling and Production” 
Ordinance and IFC 109.3 of the “Fire Prevention” Ordinance, to correct any noted violations on each 
corresponding pad site report. Failure to comply with the following  stated  instructions,  and/  or  
failure  to  comply  with  the  following  stated instructions  in  the  future  will  result  in  penalties  or  
fines  in  accordance  with  the Ordinances.
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PAD SITE INSPECTION REPORTS
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date:


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info: 


Inspectiopn Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time   Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company: 


Contact Info: 


Inspection Date: 


Time: 


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date:


Time: 


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company: 


Contact Info: 


Date: 


Time: 


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


 GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 


Page 19 of 72



minleyj

Typewritten Text

Inspection Verification 







Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company: 


Contact Info:  


Inspection Date:


Time: 


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Tier 1 


Tier2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
(Section 7.01) Tier 1 


Tier2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Tier 1 


Tier2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date:


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS :  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  


Page 34 of 72







Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


 Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  


Page 50 of 72







Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


    Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date:


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date:


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 


Page 61 of 72



minleyj

Typewritten Text

Inspection Verification 







Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Ga s well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 


Page 65 of 72



minleyj

Typewritten Text

Inspection Verification 







Gas Well Inspection Form 


 


 


Signage (IFC 3406.3.7/Section 7.02) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head (IFC 3406.3.1.1/ Section 7.01) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage (IFC 2703.3.1/Section 7.02) Secondary Containment System (IFC 2704.2.2/ Section 7.01) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System (IFC 3406.3.4.1/ Section 7.01) 


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security (IFC: 3406.3.9/ Section 7.01) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility (IFC:3406.3.1.2.1/ Section 7.01) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection(IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


PHASE 


Drilling Fracking Flowback Production Abandoned 


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10)


Hazardous Material Plan (IFC 3406.3.11)


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


       Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Notes: 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.  
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


SITE NAME: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


   Time  Date Gas Well Specialist (P&DS) 


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


 


Signage ( Section 7.02/IFC 3406.3.7) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head ( Section 7.01/IFC 3406.3.1.1) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage ( Section 7.02/IFC 2703.3.1) Secondary Containment System ( Section 7.01/IFC 2704.2.2) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System ( Section 7.01/IFC 3406.3.4.1)  


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security ( Section 7.01/IFC: 3406.3.9) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility   (Section 7.01/IFC:3406.3.1.2.1) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection (IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Gas Well Ordinance and/ or Fire Code is noted on each item. 


PHASE 


    Drilling Fracking Flowback Production Abandoned


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10) 


Hazardous Material Plan (IFC 3406.3.11) 


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


  Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


Notes: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


 Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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Gas Well Inspection Form 


 


 


 


Signage ( Section 7.02/IFC 3406.3.7) Nearest Receptor 
Address properly displayed Yards 


Well Name 


Well Number Tank Batteries/Well Head/Pipes/Other: 


Name of Operator Tank batteries 25' from well head ( Section 7.01/IFC 3406.3.1.1) 


(2) Emergency Phone Numbers Well Head 75' from street or railway( IFC 3406.3.1.1) 


No smoking signage ( Section 7.02/IFC 2703.3.1) Secondary Containment System ( Section 7.01/IFC 2704.2.2) 


Hazmat Identification (IFC 3406.3.3) Lightning Arrestor System ( Section 7.01/IFC 3406.3.4.1)  


Suppression system as required by (Fire Dept IFC 3406.3.8.4) 


Security ( Section 7.01/IFC: 3406.3.9) Fire Extinguisher (IFC 3406.3.8.4) 


Fencing intact Pipe supports, bracing, foundations and anchoring (IFC 3406.3.1.5) 


Gate Locked Soundproof material non-combustible (IFC 3406.3.6) 


Gate width Dust, Odors, Vibrations(Section 7.01) 


Knox Lock  Equipment Painted(Section 7.02) 


Vehicle Impact Protection (IFC 3406.3.12) Gas Lift Compressor(Section 7.01) 


Gas Processing Onsite(Section 7.01) 


Accessibility   (Section 7.01/IFC:3406.3.1.2.1) Storage of Equipment(Section 7.01) 


Entry/Approach maintained Muffling Exhaust(Section 7.01) 


24' width 8' Height Requirement (Section 7.01) 


14' high clearance Grass, Weeds, Trash(Section 7.02) 


Unobstructed access 


Fracture Stimulation Earthen Pit (Section 7.01) 
Landscaping & Perimeter Fencing(Section 7.01) Tier 1 


Tier 1 Tier2 


Tier 2 


Monitoring 
Gas Detection (IFC 3406.3.8.2) 


GFIR Observation (IFC 3406.3.8.2) 


TVA Readings in PPM (Section 7.01) 


Security Camera (IFC 3406.3.9) 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.


The section of the Gas Well Ordinance and/ or Fire Code is noted on each item. 


PHASE 


    Drilling Fracking Flowback Production Abandoned


Company:  


Contact Info:  


Inspection Date: 


Time:  


SITE NAME: 


ADDRESS:  
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Gas Well Inspection Form 


Valves  Site Inventory 
Automatic shut-off valve/BOP (IFC 3406.3.4) # of Wellheads 


Emergency shut-off valve (IFC 3406.3.8.2) # of Separators 


# of Storage Tanks 


Well Head Status After Fracing (Section 7.01) # of Fire Hydrants (If Applicable) 


Covered 


Completed 


Cellar filled or Closed 


Bradenhead Gauge Installed 


Vehicle Impact Protection (IFC 3406.3.12) 


Administrative 
Emergency Action Plan (IFC 3406.3.10) 


Hazardous Material Plan (IFC 3406.3.11) 


Personnel on site (if applicable) 


Credentials. 


Fire extinguisher (Applicable if personnel on-site) 


Explosives (if on site) 
Permit from Fire Marshal (Required) 


  Summa Sample 
  Canister # 


  GPS coordinates 


  Time 


  Start 


  Finish 


Gas well inspections are conducted jointly by Planning and Development Services and the Fire Department.
The section of the Fire Code and/ or Gas Well Ordinance is noted on each item. 


Notes: 


TCEQ Investigator Contacted 


Referred to Rail Road Commission 


Site Representative 


 Time  Date Gas Well Specialist (P&DS)


Time  Date Fire Prevention  


  Specialist (Fire Department) 
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CONTACT INFORMATION 


Planning and Development Services
101 W. Abram St. 
PO Box 90231 MS 01-0241 
Arlington, TX 76004-3231 


www.arlingtontx.gov 


Bryan Callahan
Gas Well Spec.
817-459-6593
Bryan.Callahan@arlingtontx.gov


Jake Peters
Fire Prevention Specialist 
817-296-9825
Jake.Peters@arlingtontx.gov
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		4th.pdf

		PAD SITE INSPECTION REPORTS





		Text1: AC360

		Text2: 2000 S. Watson Rd

		Text3: Total

		Text4: 817-759-2450

		Text5: 10/19/23

		Check Box9: Off

		Check Box10: Yes

		Check Box11: Off

		19: N/A

		25: [PASS]

		26: [PASS]

		29: [PASS]

		30: [N/A]

		31: [N/A]

		32: [PASS]

		33: [PASS]

		34: [PASS]

		35: [PASS]

		37: [PASS]

		36: [PASS]

		38: [PASS]

		39: [PASS]

		40: [PASS]

		41: [PASS]

		48: [PASS]

		49: [N/A]

		55: [N/A]

		56: [N/A]

		57: [N/A]

		58: [PASS]

		Check Box7: Off

		Check Box8: Off

		Combo Box12: [PASS]

		13: [PASS]

		14: [PASS]

		15: [PASS]

		16: [PASS]

		17: [PASS]

		18: [PASS]

		20: [PASS]

		21: [PASS]

		22: [PASS]

		23: [PASS]

		24: [PASS]

		42: [PASS]

		43: [PASS]

		44: [PASS]

		45: [PASS]

		46: [PASS]

		47: [N/A]

		59: AC 360

		60: 2

		61: 2

		62: 5

		63: N/A

		76: 

		78: 

		79: 

		80: 

		81: 

		82: 

		83: 

		84: 

		85: 

		86: 

		87: 

		88: 

		89: 

		90: 

		91: 

		92: N/A

		93: N/A

		94: N/A

		95: N/A

		96: N/A

		97: Yes, with TVA, nothing out of normal found

		98: N/A

		99: Kin Stinson

		64: [PASS]

		65: [PASS]

		66: [N/A]

		67: [PASS]

		68: [PASS]

		69: [PASS]

		70: [PASS]

		71: [PASS]

		72: [PASS]

		73: [N/A]

		74: [N/A]

		75: [N/A]

		100: Agape

		102: 3411 Sherry Street

		110: Yes

		111: Off

		119: N/A

		125: [PASS]

		126: [PASS]

		127: [PASS]

		129: [PASS]

		130: [N/A]

		131: [PASS]

		132: [PASS]

		133: [N/A]

		134: [PASS]

		135: [PASS]

		137: [PASS]

		136: [N/A]

		138: [PASS]

		139: [N/A]

		140: [PASS]

		141: [PASS]

		148: [PASS]

		149: [N/A]

		152: [N/A]

		156: [N/A]

		157: [N/A]

		158: [PASS]

		109: Off

		107: Off

		108: Off

		112: [PASS]

		113: [PASS]

		114: [PASS]

		115: [PASS]

		116: [PASS]

		117: [PASS]

		118: [PASS]

		120: [PASS]

		121: [PASS]

		122: [PASS]

		123: [PASS]

		124: [PASS]

		142: [PASS]

		143: [PASS]

		144: [PASS]

		145: [PASS]

		146: [PASS]

		147: [N/A]

		208: Off

		159: Agape

		160: 3

		161: 3

		162: 5

		163: 1

		176: annual inspec.8,9h

		177: 

		178: 

		179: 

		180: 

		181: 

		182: 

		183: 

		184: 

		185: 

		186: 

		187: 

		188: 

		189: 

		190: 

		191: 

		197: N/A

		198: N/A

		199: N/A

		164: [PASS]

		165: [PASS]

		166: [N/A]

		167: [PASS]

		168: [PASS]

		169: [PASS]

		170: [PASS]

		171: [PASS]

		172: [PASS]

		173: [N/A]

		174: [N/A]

		175: [N/A]

		297: N/A

		200: Arkansas

		201: 3031 E. Arkansas

		202: Total

		204: 817-759-2450

		205: 12/12/23

		206: 1:01pm

		210: Off

		211: Yes

		219: N/A

		220: [PASS]

		226: [PASS]

		227: [PASS]

		228: [PASS]

		229: [N/A]

		230: [N/A]

		231: [PASS]

		232: [N/A]

		233: [PASS]

		234: [PASS]

		236: [PASS]

		235: [N/A]

		237: [PASS]

		238: [PASS]

		239: [PASS]

		240: [PASS]

		248: [PASS]

		249: [N/A]

		252: [N/A]

		253: [N/A]

		254: [N/A]

		255: [PASS]

		209: Off

		207: Off

		212: [PASS]

		213: [PASS]

		214: [PASS]

		215: [PASS]

		216: [PASS]

		217: [PASS]

		218: [PASS]

		221: [PASS]

		222: [PASS]

		223: [PASS]

		224: [PASS]

		225: [PASS]

		242: [PASS]

		243: [PASS]

		244: [PASS]

		245: [PASS]

		246: [PASS]

		247: [N/A]

		308: Off

		259: Arkansas

		260: 2

		261: 2

		262: 6

		263: 1

		276: P/A final inspec.

		277: 

		278: 

		279: 

		280: 

		281: 

		283: 

		284: 

		285: 

		286: 

		287: 

		288: 

		289: 

		290: 

		292: 

		296: N/A

		298: N/A

		299: N/A

		300: N/A

		264: [PASS]

		265: [PASS]

		266: [PASS]

		267: [PASS]

		268: [PASS]

		269: [PASS]

		270: [PASS]

		271: [PASS]

		272: [PASS]

		273: [N/A]

		274: [N/A]

		275: [N/A]

		77: 

		301: Barron

		302: 4011 West Division Street

		303: Total

		304: 817-759-2450

		305: P/A

		306: P/A

		319: N/A

		320: [PASS]

		321: [PASS]

		322: [PASS]

		323: [PASS]

		325: [N/A]

		326: [PASS]

		328: [PASS]

		329: [PASS]

		331: [PASS]

		330: [PASS]

		333: [PASS]

		334: [PASS]

		335: [PASS]

		348: [N/A]

		349: [N/A]

		352: [N/A]

		353: [N/A]

		354: [N/A]

		355: [PASS]

		309: Off

		310: Off

		311: Yes

		312: [PASS]

		313: [PASS]

		314: [PASS]

		315: [PASS]

		316: [PASS]

		317: [PASS]

		336: [PASS]

		337: [PASS]

		338: [PASS]

		339: [PASS]

		340: [PASS]

		341: [PASS]

		342: [PASS]

		343: [PASS]

		344: [PASS]

		345: [PASS]

		346: [PASS]

		347: [N/A]

		307: Off

		359: Barron

		360: 3

		361: 3

		362: 6

		363: 1

		376: Pad Is P/A and property forsale for development

		378: 

		379: 

		380: 

		381: 

		382: 

		384: 

		385: 

		386: 

		387: 

		388: 

		389: 

		390: 

		391: 

		392: 

		393: N/A

		394: N/A

		395: N/A

		396: N/A

		397: N/A

		398: N/A

		399: N/A

		400: N/A

		364: [PASS]

		365: [PASS]

		367: [PASS]

		368: [PASS]

		369: [PASS]

		371: [PASS]

		372: [PASS]

		373: [N/A]

		374: [N/A]

		375: [N/A]

		377: 

		403: Total

		404: 817-759-2450

		405: N/A

		406: N/A

		419: N/A

		420: [N/A]

		421: [N/A]

		422: [N/A]

		423: [N/A]

		424: [N/A]

		425: [N/A]

		426: [N/A]

		427: [N/A]

		428: [N/A]

		429: [N/A]

		431: [N/A]

		430: [N/A]

		432: [N/A]

		433: [N/A]

		434: [N/A]

		435: [N/A]

		448: [N/A]

		449: [N/A]

		452: [N/A]

		453: [N/A]

		454: [N/A]

		455: [N/A]

		410: Off

		411: Yes

		409: Off

		412: [N/A]

		413: [N/A]

		414: [N/A]

		415: [N/A]

		416: [N/A]

		417: [N/A]

		418: [N/A]

		436: [N/A]

		437: [N/A]

		438: [N/A]

		439: [N/A]

		440: [N/A]

		441: [N/A]

		442: [N/A]

		443: [N/A]

		444: [N/A]

		446: [N/A]

		407: Off

		408: Off

		459: Bright Star

		460: 2

		461: 2

		462: 4

		463: 1

		476: Plugged and abandoned

		477: prop sold,helped planners trace pl and WH

		478: 

		479: 

		480: 

		481: 

		482: 

		483: 

		484: 

		486: 

		487: 

		488: 

		489: 

		490: 

		491: 

		492: 

		493: N/A

		494: N/A

		495: N/A

		496: N/A

		497: N/A

		498: N/A

		499: N/A

		464: [N/A]

		465: [N/A]

		466: [N/A]

		467: [N/A]

		468: [N/A]

		469: [N/A]

		470: [N/A]

		471: [N/A]

		472: [N/A]

		473: [N/A]

		474: [N/A]

		475: [N/A]

		519: N/A

		520: [PASS]

		521: [PASS]

		522: [PASS]

		523: [PASS]

		524: [N/A]

		525: [PASS]

		526: [PASS]

		527: [PASS]

		528: [PASS]

		529: [PASS]

		531: [PASS]

		530: [PASS]

		532: [PASS]

		533: [PASS]

		534: [PASS]

		535: [PASS]

		548: [PASS]

		549: [N/A]

		552: [N/A]

		553: [N/A]

		554: [N/A]

		555: [PASS]

		510: Off

		511: Off

		509: Off

		512: [PASS]

		513: [PASS]

		514: [PASS]

		515: [PASS]

		516: [PASS]

		517: [PASS]

		518: [PASS]

		536: [PASS]

		537: [PASS]

		538: [PASS]

		539: [PASS]

		540: [PASS]

		541: [PASS]

		542: [PASS]

		543: [PASS]

		544: [PASS]

		545: [PASS]

		546: [N/A]

		507: Off

		508: Yes

		559: Bruder

		560: 7

		561: 7

		562: 9

		563: 1

		576: 

		577: drilling ops.  Completions due to start this fall

		578: 

		579: Annual inspec. west wing 1,tecxh center 2,

		580: 4h,meg 1,colby 1,6h

		581: 

		582: 

		583: 

		584: 

		586: 

		587: 

		588: 

		589: 

		590: 

		591: 

		592: 

		593: N/A

		594: N/A

		595: N/A

		596: N/A

		597: N/A

		598: N/A

		599: N/A

		564: [PASS]

		565: [PASS]

		566: [PASS]

		567: [PASS]

		568: [N/A]

		569: [PASS]

		570: [PASS]

		571: [PASS]

		572: [PASS]

		573: [N/A]

		574: [PASS]

		575: [N/A]

		619: N/A

		620: [PASS]

		621: [PASS]

		622: [PASS]

		623: [PASS]

		624: [N/A]

		625: [PASS]

		626: [PASS]

		627: [N/A]

		628: [PASS]

		629: [PASS]

		631: [PASS]

		630: [PASS]

		632: [N/A]

		633: [PASS]

		634: [PASS]

		635: [PASS]

		648: [PASS]

		649: [N/A]

		652: [N/A]

		653: [N/A]

		654: [N/A]

		655: [PASS]

		610: Off

		611: Off

		609: Yes

		612: [PASS]

		613: [PASS]

		614: [PASS]

		615: [PASS]

		616: [PASS]

		617: [PASS]

		618: [PASS]

		636: [PASS]

		637: [PASS]

		638: [PASS]

		639: [PASS]

		640: [PASS]

		641: [PASS]

		642: [PASS]

		643: [PASS]

		645: [PASS]

		646: [N/A]

		607: Off

		608: Off

		659: CH Enterprise

		660: 1

		661: 1

		662: 4

		663: 1

		676: a-inspec: 1h

		677: 

		678: 

		679: 

		680: 

		681: 

		682: 

		683: 

		684: 

		686: 

		687: 

		688: 

		689: 

		690: 

		691: 

		692: 

		693: N/A

		694: N/A

		695: N/A

		696: N/A

		697: N/A

		698: N/A

		699: N/A

		700: N/A

		664: [PASS]

		665: [PASS]

		666: [PASS]

		667: [N/A]

		668: [PASS]

		669: [PASS]

		670: [PASS]

		671: [PASS]

		672: [PASS]

		673: [N/A]

		674: [PASS]

		675: [N/A]

		701: Cornerstone

		702: 5427 Matlock

		703: Total

		704:  817-759-2450

		705: 12/20/23

		706: 1:45pm

		719: N/A

		720: [PASS]

		721: [PASS]

		722: [PASS]

		723: [PASS]

		724: [N/A]

		725: [N/A]

		726: [PASS]

		727: [PASS]

		728: [PASS]

		729: [PASS]

		731: [PASS]

		730: [N/A]

		732: [PASS]

		733: [PASS]

		734: [PASS]

		735: [PASS]

		748: [PASS]

		749: [N/A]

		752: [N/A]

		753: [N/A]

		754: [N/A]

		755: [PASS]

		710: Yes

		711: Off

		709: Off

		712: [PASS]

		713: [PASS]

		714: [PASS]

		715: [PASS]

		716: [PASS]

		717: [PASS]

		718: [PASS]

		736: [PASS]

		737: [PASS]

		738: [PASS]

		739: [PASS]

		740: [PASS]

		741: [PASS]

		742: [PASS]

		743: [PASS]

		744: [PASS]

		745: [PASS]

		746: [N/A]

		707: Off

		708: Off

		760: Cornerstone

		776: annual inspec: 

		777: 

		778: 

		779: 

		780: 

		781: 

		783: 

		784: 

		785: 

		787: 

		788: 

		789: 

		790: 

		791: 

		792: 

		793: N/A

		794: N/A

		795: N/A

		796: N/A

		797: N/A

		798: N/A

		799: N/A

		800: N/A

		765: [PASS]

		766: [PASS]

		767: [PASS]

		768: [PASS]

		769: [PASS]

		770: [PASS]

		771: [PASS]

		772: [PASS]

		773: [PASS]

		774: [N/A]

		775: [N/A]

		801: Day

		802: 1001 Ragland Road

		803: Total

		804: 817-759-2450

		805: 10/17/23

		806: 12:11pm

		819: N/A

		820: [PASS]

		821: [PASS]

		822: [PASS]

		823: [PASS]

		824: [N/A]

		825: [N/A]

		826: [PASS]

		827: [N/A]

		828: [PASS]

		829: [PASS]

		831: [PASS]

		830: [PASS]

		832: [PASS]

		833: [N/A]

		834: [PASS]

		835: [PASS]

		847: [N/A]

		848: [N/A]

		851: [N/A]

		852: [N/A]

		853: [N/A]

		854: [PASS]

		810: Yes

		811: Off

		809: Off

		812: [PASS]

		813: [PASS]

		814: [PASS]

		815: [PASS]

		816: [PASS]

		817: [PASS]

		818: [PASS]

		836: [PASS]

		837: [PASS]

		838: [PASS]

		839: [PASS]

		840: [PASS]

		841: [PASS]

		842: [PASS]

		843: [PASS]

		844: [PASS]

		807: Off

		808: Off

		858: Day

		859: 7

		860: 7

		861: 7

		862: 1

		877: annual inspec. 

		zzzz: 

		878: 

		879: 

		880: 

		881: 

		882: 

		883: 

		884: 

		885: 

		886: 

		887: 

		888: 

		889: 

		890: 

		891: 

		892: N/A

		893: N/A

		894: N/A

		895: N/A

		896: N/A

		897: N/A

		898: N/A

		899: N/A

		863: [PASS]

		864: [PASS]

		867: [PASS]

		868: [PASS]

		869: [PASS]

		870: [PASS]

		871: [N/A]

		874: [N/A]

		875: [N/A]

		876: [N/A]

		900: Doskocil

		902: 2400 W Arkansas Lane

		903: Total

		904: 817-759-2450

		905: P/A

		906: P/A

		zzzzzz: N/A

		920: [PASS]

		921: [PASS]

		922: [PASS]

		923: [PASS]

		924: [N/A]

		925: [N/A]

		926: [PASS]

		927: [PASS]

		928: [PASS]

		929: [PASS]

		931: [PASS]

		930: [PASS]

		932: [PASS]

		933: [N/A]

		934: [PASS]

		935: [PASS]

		949: [PASS]

		950: [N/A]

		951: [N/A]

		952: [N/A]

		953: [N/A]

		954: [PASS]

		910: Off

		911: Yes

		909: Off

		912: [PASS]

		913: [PASS]

		914: [PASS]

		915: [PASS]

		916: [PASS]

		917: [PASS]

		918: [PASS]

		936: [PASS]

		937: [PASS]

		938: [PASS]

		939: [PASS]

		940: [PASS]

		941: [PASS]

		942: [PASS]

		943: [PASS]

		944: [PASS]

		907: Off

		908: Off

		zz: [N/A]

		958: Doskocil

		959: 3

		960: 3

		961: 16

		962: 1

		977: 

		978: P/A property forsale

		zzzzzzz: 

		979: 

		980: 

		981: 

		982: 

		983: 

		984: 

		985: 

		986: 

		987: 

		988: 

		989: 

		990: 

		991: 

		992: N/A

		993: N/A

		994: N/A

		995: N/A

		996: N/A

		997: N/A

		998: N/A

		999: N/A

		963: [PASS]

		964: [PASS]

		967: [PASS]

		968: [PASS]

		969: [PASS]

		970: [PASS]

		971: [PASS]

		972: [PASS]

		973: [PASS]

		974: [N/A]

		975: [N/A]

		976: [N/A]

		a: Duke

		c: Total

		d: 817-759-2450

		e: 11/15/23

		f: 11:45am

		s: N/A

		t: [PASS]

		u: [PASS]

		v: [PASS]

		w: [PASS]

		x: [N/A]

		z: [PASS]

		aa: [N/A]

		bb: [PASS]

		cc: [PASS]

		ee: [PASS]

		dd: [N/A]

		ff: [N/A]

		gg: [PASS]

		hh: [PASS]

		tt: [N/A]

		uu: [N/A]

		xx: [N/A]

		yy: [N/A]

		aaa: [PASS]

		j: Yes

		k: Off

		i: Off

		l: [PASS]

		m: [PASS]

		n: [PASS]

		o: [PASS]

		p: [PASS]

		q: [PASS]

		r: [PASS]

		ii: [PASS]

		jj: [PASS]

		kk: [PASS]

		ll: [PASS]

		mm: [PASS]

		nn: [PASS]

		oo: [PASS]

		pp: [PASS]

		qq: [PASS]

		g: Off

		h: Off

		eee: Duke

		fff: 10

		ggg: 10

		hhh: 12

		iii: 1

		uuu: a-inspec:b5h,a2,a4,a6

		vvv: 

		www: wells staked to be drilled,,has drill zone etc

		xxx: 

		yyy: 

		zzz: 

		1001: 

		1002: 

		1004: 

		1005: 

		1006: 

		1007: 

		1008: 

		1009: 

		1010: 

		1011: 

		1012: N/A

		1013: N/A

		1014: N/A

		1015: N/A

		1016: N/A

		1017: N/A

		1018: N/A

		1019: N/A

		jjj: [PASS]

		kkk: [PASS]

		lll: [PASS]

		mmm: [PASS]

		nnn: [PASS]

		ooo: [PASS]

		ppp: [PASS]

		sss: [N/A]

		ttt: [N/A]

		1003: [N/A]

		1020: Fulson

		1021: 5720 South Watson Rd

		1022: Total 

		1023: 817-759-2450

		1024: 10/16/23

		1025: 10:07am

		1043: N/A

		1044: [PASS]

		1045: [PASS]

		1046: [PASS]

		1047: [PASS]

		1050: [PASS]

		1052: [PASS]

		1053: [PASS]

		1055: [PASS]

		1058: [PASS]

		1059: [PASS]

		1066: [PASS]

		1067: [N/A]

		1070: [N/A]

		1071: [N/A]

		1072: [N/A]

		1073: [PASS]

		1029: Yes

		1030: Off

		1028: Yes

		1031: [PASS]

		1032: [PASS]

		1033: [PASS]

		1034: [PASS]

		1035: [PASS]

		1036: [PASS]

		1037: [PASS]

		1038: [PASS]

		1039: [PASS]

		1040: [PASS]

		1041: [PASS]

		1042: [PASS]

		1060: [PASS]

		1061: [PASS]

		1062: [PASS]

		1063: [PASS]

		1064: [PASS]

		1065: [N/A]

		1026: Off

		1027: Off

		1077: Fulson

		1078: 3

		1079: 3

		1080: 6

		1081: 1

		1100: a-inspec:1h

		1101: 

		1102: 

		1103: 

		1104: 

		1105: 

		1106: 

		1107: 

		1108: 

		1109: 

		1110: 

		1111: 

		1112: 

		1113: 

		1114: 

		1115: 

		1094: N/A

		1129: N/A

		1130: N/A

		1131: N/A

		1132: N/A

		1133: N/A

		1134: N/A

		1135: N/A

		1082: [PASS]

		1083: [PASS]

		1084: [N/A]

		1085: [PASS]

		1086: [PASS]

		1087: [PASS]

		1088: [PASS]

		1089: [PASS]

		1090: [PASS]

		1091: [N/A]

		1092: [N/A]

		1093: [N/A]

		1136: Galleta

		1137: 2311 Richmond Dr.

		1170: N/A

		1171: [PASS]

		1172: [PASS]

		1173: [PASS]

		1174: [PASS]

		1175: [N/A]

		1176: [N/A]

		1177: [PASS]

		1178: [N/A]

		1179: [PASS]

		1182: [PASS]

		1181: [N/A]

		1183: [PASS]

		1184: [N/A]

		1185: [PASS]

		1186: [PASS]

		1187: [PASS]

		1188: [N/A]

		1189: [N/A]

		1190: [N/A]

		1191: [N/A]

		1192: [PASS]

		1145: Yes

		1146: Off

		1144: Off

		1147: [PASS]

		1148: [PASS]

		1149: [PASS]

		1150: [PASS]

		1151: [PASS]

		1152: [PASS]

		1154: [PASS]

		1155: [PASS]

		1156: [PASS]

		1157: [PASS]

		1158: [PASS]

		1159: [PASS]

		1160: [PASS]

		1161: [PASS]

		1162: [PASS]

		1164: [N/A]

		1142: Off

		1143: Off

		1193: Galleta

		1206: 

		1207: 

		1208: 

		1209:  

		1210: 

		1211: 

		1212: 

		1213: 

		1214: 

		1215: 

		1216: contacted source trash at gate

		1217: matress gone at front gate

		1218: 

		1219: 

		1220: 

		1221: 

		1222: N/A

		1223: N/A

		1224: N/A

		1225: N/A

		1226: N/A

		1194: [PASS]

		1195: [PASS]

		1196: [N/A]

		1197: [PASS]

		1198: [PASS]

		1199: [PASS]

		1200: [N/A]

		1201: [PASS]

		1202: [PASS]

		1203: [N/A]

		1204: [N/A]

		1205: [N/A]

		1230: GM I & II

		1231: 2525 East Abram Street

		1232: Total

		1233: 817-759-2450

		1234: 10/11./23

		1235: 12:24pm

		1248: N/A

		1249: [PASS]

		1250: [PASS]

		1251: [PASS]

		1252: [PASS]

		1253: [PASS]

		1254: [PASS]

		1255: [PASS]

		1256: [PASS]

		1257: [PASS]

		1258: [PASS]

		1260: [PASS]

		1259: [PASS]

		1261: [PASS]

		1262: [PASS]

		1263: [PASS]

		1264: [PASS]

		1276: [N/A]

		1277: [N/A]

		1239: Yes

		1240: Off

		1238: Off

		1241: [PASS]

		1242: [PASS]

		1243: [PASS]

		1244: [PASS]

		1245: [PASS]

		1246: [PASS]

		1247: [PASS]

		1265: [PASS]

		1266: [PASS]

		1267: [PASS]

		1268: [PASS]

		1269: [PASS]

		1270: [PASS]

		1271: [PASS]

		1272: [PASS]

		1273: [PASS]

		1274: [N/A]

		1275: [N/A]

		1236: Off

		1237: Off

		1374: [PASS]

		1287: GM I & II

		1290: 15

		1291: 12

		1292: 22

		1293: N/A

		1303: notified personnel they have a small tank leak 

		1304: 

		1305: Annual Inspec. escalade 4,5,6,7h

		1306: 

		1307: 

		1308: 

		1309: 

		1310: 

		1311: 

		1312: 

		1314: 

		1315: 

		1316: 

		1317: 

		1318: 

		1319: 

		1320: N/A

		1321: N/A

		1322: N/A

		1323: N/A

		1324: N/A

		1325: N/A

		1326: N/A

		1327: N/A

		1288: [PASS]

		1289: [PASS]

		1294: [PASS]

		1295: [PASS]

		1296: [PASS]

		1297: [PASS]

		1298: [PASS]

		1299: [PASS]

		1300: [N/A]

		1301: [N/A]

		1302: [N/A]

		1328: Greenman

		1329: 2790 Greenbelt Road

		1336: Total

		1337: 817-759-2450

		1338: 10/6/23

		1339: 1:58pm

		1347: N/A

		1348: [PASS]

		1349: [PASS]

		1350: [PASS]

		1351: [PASS]

		1352: [PASS]

		1353: [PASS]

		1354: [PASS]

		1355: [N/A]

		1356: [PASS]

		1357: [PASS]

		1359: [N/A]

		1358: [PASS]

		1360: [PASS]

		1361: [PASS]

		1362: [PASS]

		1363: [PASS]

		1364: [N/A]

		1365: [N/A]

		1366: [N/A]

		1367: [N/A]

		1368: [N/A]

		1369: [PASS]

		1334: Yes

		1335: Off

		1333: Off

		1340: [PASS]

		1341: [PASS]

		1342: [PASS]

		1343: [PASS]

		1344: [PASS]

		1345: [PASS]

		1370: [PASS]

		1371: [PASS]

		1372: [PASS]

		1373: [PASS]

		1376: [PASS]

		1375: [PASS]

		1377: [PASS]

		1378: [PASS]

		1379: [N/A]

		1330: Off

		1332: Off

		1385: Greenman

		1393: 1

		1394: 1

		1395: 3

		1396: 1

		1399: 

		1400: 

		1401: 

		1402: 

		1403: 

		1404: 

		1405: 

		1406: 

		1407: 

		1408: 

		1409: 

		1410: 

		1411: 

		1412: 

		1413: 

		1415: 

		1428: N/A

		1429: N/A

		1430: N/A

		1431: N/A

		1432: N/A

		1433: N/A

		1434: N/A

		1435: N/A

		1416: [PASS]

		1417: [PASS]

		1418: [PASS]

		1419: [PASS]

		1420: [PASS]

		1421: [PASS]

		1422: [PASS]

		1423: [PASS]

		1424: [PASS]

		1425: [N/A]

		1426: [N/A]

		1427: [N/A]

		1543: Highpoint 

		1544: 2250 E Arbrook Boulevard

		1550: Total 

		1551: 817-759-2450

		1552: 10/11/23

		1553: 1:23pm

		1561: N/A

		1562: [PASS]

		1563: [PASS]

		1564: [PASS]

		1565: [PASS]

		1566: [PASS]

		1567: [N/A]

		1568: [PASS]

		1569: [PASS]

		1570: [PASS]

		1571: [PASS]

		1573: [PASS]

		1572: [PASS]

		1574: [PASS]

		1575: [PASS]

		1576: [PASS]

		1577: [PASS]

		1578: [N/A]

		1579: [N/A]

		1580: [N/A]

		1581: [N/A]

		1582: [N/A]

		tttttt: [PASS]

		1548: Yes

		1549: Off

		1547: Off

		1554: [PASS]

		1555: [PASS]

		1556: [PASS]

		1557: [PASS]

		1558: [PASS]

		1559: [PASS]

		1560: [PASS]

		1584: [PASS]

		1585: [PASS]

		1586: [PASS]

		1588: [PASS]

		1589: [PASS]

		1590: [PASS]

		1591: [PASS]

		1592: [PASS]

		1593: [PASS]

		1594: [N/A]

		1545: Off

		1546: Off

		1684: [PASS]

		1600: Highpoint

		1603: 4

		1604: 4

		1605: 6

		1606: 1

		1617: wells to be drilled /sup process started will go

		1618: to council in future as well as PZ

		1619: 

		1620: a-inspec:1,2,3,4h

		1621: 

		1622: 

		1623: 

		1624: 

		1625: 

		1626: 2 wellheads staked

		1627: 

		1628: 

		1629: 

		1630: 

		1631: 

		1632: 

		1633: N/A

		1634: N/A

		1635: N/A

		1636: N/A

		1637: N/A

		1638: N/A

		1639: N/A

		1640: N/A

		1601: [PASS]

		1602: [PASS]

		1607: [N/A]

		1608: [PASS]

		1609: [PASS]

		1610: [PASS]

		1611: [PASS]

		1612: [PASS]

		1613: [PASS]

		1614: [N/A]

		1615: [N/A]

		1616: [N/A]

		1641: I-20 JV

		1642: 2300 E Bardin Road

		1643: Total 

		1644: 817-759-2450

		1645: 11/13/23

		1646: 1:45pm

		1675: N/A

		1676: [PASS]

		1677: [PASS]

		1678: [PASS]

		1679: [PASS]

		1680: [PASS]

		1681: [PASS]

		1682: [PASS]

		1683: [N/A]

		1686: [PASS]

		1685: [N/A]

		1687: [PASS]

		1688: [N/A]

		1689: [PASS]

		1690: [PASS]

		1691: [N/A]

		1692: [N/A]

		1693: [N/A]

		1694: [N/A]

		1695: [N/A]

		1696: [PASS]

		1650: Yes

		1651: Off

		1649: Off

		1652: [PASS]

		1653: [PASS]

		1654: [PASS]

		1655: [PASS]

		1656: [PASS]

		1657: [PASS]

		1658: [PASS]

		1659: [PASS]

		1660: [PASS]

		1661: [PASS]

		1662: [PASS]

		1663: [PASS]

		1664: [PASS]

		1665: [PASS]

		1666: [PASS]

		1667: [PASS]

		1668: [PASS]

		1669: [N/A]

		1647: Off

		1648: Off

		1697: I-20 JV

		1698: 13

		1699: 13

		1700: 11

		1701: 1

		1702: a-inspec: 1,2,3,4,5h

		1703: 

		1704: 

		1705: 

		1706: 

		1707: 

		1708: 

		1709: 

		1710: 

		1711: 

		1712: 

		1713: 

		1714: 

		1715: 

		1716: 

		1717: 

		1730: N/A

		1731: N/A

		1732: N/A

		1733: N/A

		1734: N/A

		1735: N/A

		1736: N/A

		1737: N/A

		1718: [PASS]

		1719: [PASS]

		1720: [N/A]

		1721: [PASS]

		1722: [PASS]

		1723: [PASS]

		1724: [PASS]

		1725: [PASS]

		1726: [PASS]

		1727: [N/A]

		1728: [N/A]

		1729: [N/A]

		1738: KISD 

		1739: 5700 US Hwy 287

		1740: Total 

		1741: 817-759-2450

		1742: 10/12/23

		1773: N/A

		1774: [PASS]

		1775: [PASS]

		1776: [PASS]

		1777: [PASS]

		1780: [N/A]

		1781: [PASS]

		1782: [PASS]

		1783: [N/A]

		1784: [PASS]

		1785: [PASS]

		1787: [PASS]

		1786: [PASS]

		1788: [PASS]

		1789: [N/A]

		1790: [PASS]

		1791: [PASS]

		1792: [PASS]

		1793: [N/A]

		1794: [N/A]

		1795: [N/A]

		1796: [N/A]

		1797: [PASS]

		1747: Yes

		1748: Off

		1746: Off

		1749: [PASS]

		1750: [PASS]

		1751: [PASS]

		1752: [PASS]

		1753: [PASS]

		1755: [PASS]

		1756: [PASS]

		1757: [PASS]

		1758: [PASS]

		1759: [PASS]

		1760: [PASS]

		1761: [PASS]

		1762: [PASS]

		1763: [PASS]

		1764: [PASS]

		1765: [PASS]

		1766: [PASS]

		1767: [N/A]

		1744: Off

		1754: Off

		1798: KISD

		1799: 10

		1800: 10

		1801: 12

		1802: 2

		1815: annual inspec: yorn 3,5h

		1816: 

		1817: 

		1818: 

		1819: 

		1820: 

		1821: 

		1822: 

		1823: 

		1824: 

		1825: 

		1826: 

		1827: 

		1828: 

		1829: 

		1830: 

		1833: N/A

		1834: N/A

		1835: N/A

		1836: N/A

		1837: N/A

		1838: N/A

		1803: [PASS]

		1804: [PASS]

		1805: [N/A]

		1806: [PASS]

		1807: [PASS]

		1808: [PASS]

		1809: [PASS]

		1812: [N/A]

		1813: [N/A]

		1814: [N/A]

		1839: Landing

		1840: 4801 South Center Street

		1841: Total 

		1842: 817-759-2450

		1843: 11/1/23

		1844: 10:35am

		1873: N/A

		1874: [PASS]

		1875: [PASS]

		1876: [PASS]

		1877: [PASS]

		1878: [N/A]

		1879: [PASS]

		1880: [PASS]

		1881: [PASS]

		1882: [PASS]

		1885: [PASS]

		1887: [PASS]

		1886: [PASS]

		1888: [PASS]

		1889: [PASS]

		1890: [PASS]

		1891: [PASS]

		1892: [PASS]

		1893: [N/A]

		1894: [N/A]

		1895: [N/A]

		1896: [N/A]

		1897: [PASS]

		1848: Yes

		1849: Off

		1847: Off

		1850: [PASS]

		1851: [PASS]

		1852: [PASS]

		1853: [PASS]

		1854: [PASS]

		1855: [PASS]

		1856: [PASS]

		1857: [PASS]

		1858: [PASS]

		1859: [PASS]

		1860: [PASS]

		1861: [PASS]

		1862: [PASS]

		18763: [PASS]

		1864: [PASS]

		1865: [PASS]

		1866: [N/A]

		1867: [PASS]

		1845: Off

		1846: Off

		1898: Landing

		1911: 7

		1912: 7

		1913: 13

		1914: 1

		1915: annual inspec: 

		1916: 

		1917: 

		1918: 

		1919: 

		1920: 

		1921: 

		1922: 

		1923: 

		1924: 

		1925: 

		1926: 

		1927: 

		1928: 

		1929: 

		1930: 

		1931: N/A

		1932: N/A

		1933: N/A

		1934: N/A

		1935: N/A

		1936: N/A

		1937: N/A

		1938: N/A

		1899: [PASS]

		1900: [PASS]

		1901: [N/A]

		1902: [PASS]

		1903: [PASS]

		1904: [PASS]

		1905: [PASS]

		1906: [PASS]

		1907: [PASS]

		1908: [N/A]

		1909: [N/A]

		1910: [N/A]

		1939: Lynn Smith

		1940: 2514 West Division Street

		1941: Total

		1942: 817-759-2450

		19432: P/A

		1944: P/A

		1973: N/A

		1974: [PASS]

		1975: [PASS]

		1976: [PASS]

		1977: [PASS]

		1978: [N/A]

		1979: [PASS]

		1980: [PASS]

		1981: [PASS]

		1982: [PASS]

		1983: [PASS]

		19887: [PASS]

		1986: [PASS]

		1988: [PASS]

		1989: [N/A]

		1990: [PASS]

		1991: [PASS]

		1992: [N/A]

		1993: [N/A]

		1994: [N/A]

		1995: [N/A]

		1996: [N/A]

		1997: [PASS]

		1948: Off

		1949: Yes

		1947: Off

		1950: [PASS]

		1951: [PASS]

		1952: [PASS]

		1953: [PASS]

		1954: [PASS]

		1955: [PASS]

		1956: [PASS]

		1957: [PASS]

		1958: [PASS]

		1959: [PASS]

		1960: [PASS]

		1961: [PASS]

		1962: [PASS]

		1963: [PASS]

		1964: [PASS]

		1965: [PASS]

		1966: [PASS]

		1967: [N/A]

		1945: Off

		1946: Off

		1998: Lynn Smith

		2001: 1

		2002: 1

		2003: 3

		2004: 

		2015: 

		2016: 

		2017: 

		2018: 

		2019: 

		2020: 

		2021: 

		2022: 

		2023: 

		2024: 

		2025: 

		2026: 

		2027: 

		2028: 

		2029: 

		2030: 

		2031: N/A

		2032: N/A

		2033: N/A

		2034: N/A

		2035: N/A

		2036: N/A

		2037: N/A

		2038: N/A

		1999: [PASS]

		2000: [PASS]

		2005: [PASS]

		2006: [PASS]

		2007: [N/A]

		2008: [PASS]

		2009: [PASS]

		2010: [PASS]

		2011: [PASS]

		2012: [N/A]

		2013: [N/A]

		2014: [N/A]

		2041: Total 

		2042: 817-759-2450

		2074: N/A

		2075: [PASS]

		2076: [PASS]

		2078: [PASS]

		2077: [PASS]

		2079: [N/A]

		2080: [PASS]

		2081: [PASS]

		2082: [PASS]

		2083: [PASS]

		2084: [PASS]

		2087: [PASS]

		2086: [PASS]

		2088: [PASS]

		2089: [PASS]

		2090: [PASS]

		2091: [PASS]

		2092: [PASS]

		2093: [N/A]

		2094: [N/A]

		2095: [N/A]

		2096: [N/A]

		2097: [PASS]

		2048: Yes

		2049: Off

		2047: Off

		2050: [PASS]

		2051: [PASS]

		2053: [PASS]

		2054: [PASS]

		2055: [PASS]

		2056: [PASS]

		2057: [PASS]

		2058: [PASS]

		2059: [PASS]

		2060: [PASS]

		2061: [PASS]

		2063: [PASS]

		2064: [PASS]

		2065: [PASS]

		2066: [PASS]

		2068: [N/A]

		2045: Off

		2046: Off

		2098: Mansfield Wells

		2101: 4

		2102: 4

		2103: 4

		2104: 2

		2115: annual inspec: 

		2116: 

		2117: 

		2118: 

		2119: 

		2120: 

		2121: 

		2122: 

		2123: 

		2124: 

		2125: 

		2126: 

		2127: 

		2128: 

		2129: 

		2130: 

		2131: N/A

		2132: N/A

		2133: N/A

		2134: N/A

		2135: N/A

		2138: N/A

		2099: [PASS]

		2100: [PASS]

		2105: [N/A]

		2106: [PASS]

		2107: [PASS]

		2108: [PASS]

		2109: [PASS]

		2110: [PASS]

		2111: [PASS]

		2112: [N/A]

		2113: [N/A]

		2114: [N/A]

		2139: Matlock 

		2140: 1811 East Arbrook Boulevard

		2141: Total

		2142: 817-759-2450

		2143: 10/.26/23

		2144: 12:23pm

		2174: N/A

		2175: [PASS]

		2176: [PASS]

		2178: [PASS]

		2177: [PASS]

		2179: [N/A]

		2180: [PASS]

		2181: [PASS]

		2182: [PASS]

		2183: [PASS]

		2184: [PASS]

		2187: [PASS]

		2186: [PASS]

		2188: [PASS]

		2189: [N/A]

		2190: [PASS]

		2191: [PASS]

		2192: [N/A]

		2193: [N/A]

		2195: [N/A]

		2194: [N/A]

		2196: [N/A]

		2148: Yes

		2149: Off

		2147: Off

		2150: [PASS]

		2151: [PASS]

		2152: [PASS]

		2153: [PASS]

		2154: [PASS]

		2155: [PASS]

		2156: [PASS]

		2158: [PASS]

		2159: [PASS]

		2160: [PASS]

		2161: [PASS]

		2162: [PASS]

		2163: [PASS]

		2164: [PASS]

		2165: [PASS]

		2166: [PASS]

		2167: [PASS]

		2168: [N/A]

		2145: Off

		2146: Off

		2198: Matlock

		2201: 7

		2202: 7

		2203: 8

		2204: 0

		2215: 1h annual inspec

		2216: 

		2217: 

		2218: 

		2219: 

		2221: 

		2222: 

		2223: 

		2224: 

		2225: 

		2226: 

		2227: 

		2228: 

		2229: 

		2230: 

		2231: N/A

		2232: N/A

		2233: N/A

		2234: N/A

		2235: N/A

		2236: N/A

		2237: N/A

		2238: N/A

		2199: [PASS]

		2200: [PASS]

		2205: [N/A]

		2206: [PASS]

		2207: [PASS]

		2208: [PASS]

		2209: [PASS]

		2210: [PASS]

		2211: [PASS]

		2212: [N/A]

		2213: [N/A]

		2214: [N/A]

		2239: MITX

		2240: 8050 South Collins Street

		2241: Total 

		2242: 817-759-2450

		2243: 11/6/23

		2244: 11:21am

		2274: N/A

		2275: [PASS]

		2276: [PASS]

		2278: [PASS]

		2279: [PASS]

		2280: [N/A]

		2281: [PASS]

		2282: [PASS]

		2283: [PASS]

		2284: [PASS]

		2285: [PASS]

		2287: [PASS]

		2286: [PASS]

		2288: [PASS]

		2290: [PASS]

		2291: [PASS]

		2292: [PASS]

		2293: [N/A]

		22294: [N/A]

		2295: [N/A]

		2296: [N/A]

		2297: [N/A]

		2298: [PASS]

		2248: Yes

		2249: Off

		2247: Off

		2250: [PASS]

		2251: [PASS]

		2252: [PASS]

		2253: [PASS]

		2254: [PASS]

		2255: [PASS]

		2256: [PASS]

		2257: [PASS]

		2258: [PASS]

		2259: [PASS]

		2261: [PASS]

		2262: [PASS]

		2263: [PASS]

		2264: [PASS]

		2265: [PASS]

		2266: [PASS]

		2267: [PASS]

		2268: [N/A]

		2245: Off

		2246: Off

		2299: MITX

		2301: 1

		2302: 1

		2303: 2

		2304: 1

		2315: annual inspec.:

		2317: 

		2316: 

		2318: 

		2319: 

		2320: 

		2321: 

		2322: 

		2323: 

		2324: 

		2325: 

		2326: 

		2327: 

		2328: 

		2329: 

		2330: 

		2331: N/A

		2332: N/A

		2333: N/A

		2334: N/A

		2335: N/A

		2336: N/A

		2337: N/A

		2338: N/A

		2300: [PASS]

		2305: [PASS]

		2306: [N/A]

		88888: [PASS]

		2307: [PASS]

		2308: [PASS]

		2309: [PASS]

		2310: [PASS]

		2311: [PASS]

		2312: [N/A]

		2313: [N/A]

		2314: [N/A]

		2339: O'Day

		2340: 3005 Pleasant Valley Lane

		2341: Total 

		2342: 817-759-2450

		2344: 12/11/23

		2345: 10:00am

		2374: N/A

		2375: [PASS]

		2376: [PASS]

		2377: [PASS]

		2378: [PASS]

		2380: [N/A]

		2381: [PASS]

		2382: [PASS]

		2383: [PASS]

		2384: [PASS]

		2385: [PASS]

		2387: [PASS]

		2386: [PASS]

		2388: [PASS]

		2389: [N/A]

		2390: [PASS]

		2391: [PASS]

		2392: [PASS]

		2393: [N/A]

		2394: [N/A]

		2395: [N/A]

		2396: [N/A]

		2397: [PASS]

		2349: Yes

		2350: Off

		2348: Off

		22351: [PASS]

		2352: [PASS]

		2353: [PASS]

		2354: [PASS]

		2355: [PASS]

		2356: [PASS]

		2357: [PASS]

		2358: [PASS]

		2359: [PASS]

		2360: [PASS]

		2361: [PASS]

		2362: [PASS]

		2363: [PASS]

		2364: [PASS]

		2365: [PASS]

		2366: [PASS]

		2368: [N/A]

		2346: Off

		2347: Off

		2197: [PASS]

		2398: O'Day

		2402: 2

		2403: 2

		2405: 8

		2406: 1

		2417: 

		2418: 

		2419: 

		2420: 

		2421: 

		2422: 

		2423: 

		2424: 

		2425: 

		2426: 

		2427: 

		2428: 

		2429: 

		2430: 

		2431: 

		2432: 

		2433: N/A

		2434: N/A

		2435: N/A

		2436: N/A

		2437: N/A

		2438: N/A

		2439: N/A

		2440: N/A

		2400: [PASS]

		2401: [PASS]

		2407: [PASS]

		2408: [PASS]

		2409: [PASS]

		2410: [PASS]

		2411: [PASS]

		2412: [PASS]

		2413: [PASS]

		2414: [N/A]

		2415: [N/A]

		2416: [N/A]

		2441: Palos Verdes

		2442: 5301 South Cooper 

		2448: Total

		2449: 817-759-2450

		2475: N/A

		2476: [PASS]

		2477: [PASS]

		2478: [PASS]

		2479: [PASS]

		2480: [N/A]

		2481: [PASS]

		2482: [PASS]

		2483: [PASS]

		2484: [PASS]

		2485: [PASS]

		2487: [PASS]

		2486: [N/A]

		2488: [PASS]

		2489: [N/A]

		2490: [PASS]

		2491: [PASS]

		2492: [N/A]

		2493: [N/A]

		2494: [N/A]

		2495: [N/A]

		2496: [N/A]

		2497: [PASS]

		2446: Yes

		2447: Off

		2445: Off

		2452: [PASS]

		2453: [PASS]

		2454: [PASS]

		2455: [PASS]

		2456: [PASS]

		2457: [PASS]

		2458: [PASS]

		2459: [PASS]

		2460: [PASS]

		2461: [PASS]

		2463: [PASS]

		2464: [PASS]

		2465: [PASS]

		2466: [PASS]

		2467: [PASS]

		2468: [PASS]

		2469: [N/A]

		2443: Off

		2444: Off

		2567: [N/A]

		2498: Palos Verdes

		2502: 4

		2503: 4

		2504: 10

		2505: 2

		2517: a-inspec:steples1h,pv1,1h

		2518: 

		2519: 

		2521: 

		2520: 

		2522: 

		2523: 

		2524: 

		2526: 

		2527: 

		2528: 

		2529: 

		2530: 

		2531: 

		2532: 

		2533: N/A

		2534: N/A

		2535: N/A

		2536: N/A

		2537: N/A

		2538: N/A

		2539: N/A

		2540: N/A

		2500: [PASS]

		2501: [PASS]

		2507: [PASS]

		2508: [PASS]

		2509: [PASS]

		2510: [PASS]

		2511: [PASS]

		2512: [PASS]

		2513: [PASS]

		2514: [N/A]

		2515: [N/A]

		2516: [N/A]

		2541: Pruett

		2542: 7115 Ledbetter Road

		2548: Total

		2549: 817-759-2450

		2575: N/A

		2576: [N/A]

		2577: [N/A]

		2578: [N/A]

		2579: [N/A]

		2580: [N/A]

		2581: [N/A]

		2582: [N/A]

		2583: [N/A]

		2584: [N/A]

		2585: [N/A]

		2587: [N/A]

		2586: [N/A]

		2588: [N/A]

		2589: [N/A]

		2590: [N/A]

		2591: [N/A]

		2592: [N/A]

		2593: [N/A]

		2594: [N/A]

		2595: [N/A]

		2596: [N/A]

		2597: [N/A]

		2546: Off

		2547: Yes

		2545: Off

		2552: [N/A]

		2553: [N/A]

		2554: [N/A]

		2555: [N/A]

		2556: [N/A]

		2558: [N/A]

		2559: [N/A]

		2560: [N/A]

		2561: [N/A]

		2562: [N/A]

		2563: [N/A]

		2564: [N/A]

		2565: [N/A]

		2566: [N/A]

		2568: [N/A]

		2569: [N/A]

		2543: Off

		2544: Off

		2692: [N/A]

		2598: Pruett

		2605: 1

		2617: Plugged and Abandoned

		2618: 

		2619:  

		2621: 

		2622: 

		2623: 

		2624: 

		2625: 

		2626: 

		2627: 

		2628: 

		2629: 

		2630: 

		2631: 

		2632: 

		2633: 

		2634: N/A

		2635: N/A

		2636: N/A

		2637: N/A

		2638: N/A

		2639: N/A

		2640: N/A

		2641: N/A

		2600: [N/A]

		2601: [N/A]

		2606: [N/A]

		2607: [N/A]

		2608: [N/A]

		2610: [N/A]

		2611: [N/A]

		2612: [N/A]

		2613: [N/A]

		2614: [N/A]

		2615: [N/A]

		2616: [N/A]

		2667: [N/A]

		2642: Rocking Horse

		2643: 4945 South Collins

		2649: Total 

		2650: 817-759-2450

		2652: 10:22am

		2675: N/A

		2676: [PASS]

		2677: [PASS]

		2678: [PASS]

		2679: [PASS]

		2680: [N/A]

		2681: [PASS]

		2682: [PASS]

		2683: [PASS]

		2684: [PASS]

		2685: [PASS]

		2687: [PASS]

		2686: [PASS]

		2688: [PASS]

		2689: [PASS]

		2690: [PASS]

		2691: [PASS]

		2694: [N/A]

		2695: [N/A]

		2697: [PASS]

		2647: Yes

		2648: Off

		2646: Yes

		2653: [PASS]

		2654: [PASS]

		2655: [PASS]

		2656: [PASS]

		2657: [PASS]

		2658: [PASS]

		2659: [PASS]

		2660: [PASS]

		2661: [PASS]

		2662: [PASS]

		263333: [PASS]

		2663: [PASS]

		2664: [PASS]

		2665: [PASS]

		2666: [PASS]

		2668: [PASS]

		2669: [N/A]

		2644: Off

		2645: Off

		27: [PASS]

		2698: Rocking Horse

		2702: 9

		2704: 8

		2705: 10

		2706: 

		2717: annual inspec: 

		2718: 

		2719: 

		2721: 

		2722: 

		2723: 

		2724: 

		2725: 

		2726: 

		2727: 

		2728: 

		2729: 

		2730: 

		2731: 

		2732: 

		2733: 

		2734: N/A

		2735: N/A

		2736: N/A

		2737: N/A

		2738: N/A

		2739: N/A

		2740: N/A

		2741: N/A

		2700: [PASS]

		2701: [PASS]

		2707: [N/A]

		278888: [PASS]

		2708: [PASS]

		2710: [PASS]

		2711: [PASS]

		2712: [PASS]

		2713: [PASS]

		2714: [N/A]

		2715: [N/A]

		2716: [N/A]

		2742: Royal Arch

		2743: 1301 West Division Street

		2775: N/A

		2776: [PASS]

		2777: [PASS]

		2778: [PASS]

		2779: [PASS]

		2780: [N/A]

		2781: [PASS]

		2782: [PASS]

		2783: [N/A]

		2784: [PASS]

		2785: [PASS]

		2788: [PASS]

		2786: [N/A]

		2789: [PASS]

		2790: [N/A]

		2792: [PASS]

		2793: [PASS]

		2794: [PASS]

		2795: [N/A]

		2796: [N/A]

		2797: [N/A]

		27888888: [N/A]

		2798: [PASS]

		2747: Yes

		2748: Off

		2746: Off

		2749: [PASS]

		2750: [PASS]

		2755: [PASS]

		2756: [PASS]

		2757: [PASS]

		2758: [PASS]

		2759: [PASS]

		2760: [PASS]

		2761: [PASS]

		2762: [PASS]

		2763: [PASS]

		2755555: [PASS]

		2765: [PASS]

		2766: [PASS]

		2767: [PASS]

		2768: [PASS]

		2769: [N/A]

		2744: Off

		2745: Off

		2799: Royal Arch

		2803: 2

		2804: 6

		2806: 1

		2834: annual inspec. 

		2835: 

		2836: staging area for drilling and comp. ops

		2837: 

		2838: 

		2839: 

		2840: 

		2841: 

		2842: 

		2843: 

		2844: 

		2845: 

		2846: 

		2847: 

		2848: 

		2849: 

		2850: N/A

		2851: N/A

		2852: N/A

		2853: N/A

		2854: N/A

		2855: N/A

		2856: N/A

		2857: N/A

		2800: [PASS]

		2801: [PASS]

		2807: [PASS]

		2808: [PASS]

		2809: [PASS]

		2817: [PASS]

		2818: [PASS]

		2819: [PASS]

		2820: [PASS]

		2821: [N/A]

		2822: [N/A]

		2823: [N/A]

		2859: Stoner

		2860: 500 East Interstate 20 Highway

		2866: Total 

		2867: 817-759-2450

		2868: 11/1/23

		2869: 10:35am

		2895: N/A

		2896: [PASS]

		2897: [PASS]

		2898: [PASS]

		2899: [PASS]

		2900: [N/A]

		2901: [PASS]

		2902: [PASS]

		2903: [N/A]

		2904: [PASS]

		2905: [PASS]

		2907: [PASS]

		2906: [PASS]

		2908: [PASS]

		2910: [N/A]

		2911: [PASS]

		2912: [PASS]

		2913: [N/A]

		2914: [N/A]

		2915: [N/A]

		2916: [N/A]

		2917: [N/A]

		2918: [PASS]

		2864: Yes

		2865: Off

		2863: Off

		2870: [PASS]

		2871: [PASS]

		2872: [PASS]

		2873: [PASS]

		2874: [PASS]

		2875: [PASS]

		2876: [PASS]

		2879: [PASS]

		2880: [PASS]

		2881: [PASS]

		2882: [PASS]

		2883: [PASS]

		2884: [PASS]

		2885: [PASS]

		2886: [PASS]

		2887: [PASS]

		2889: [N/A]

		2861: Off

		2862: Off

		2967: Yes

		2920: Stoner

		2933: 9

		2934: 9

		2935: 9

		2936: 1

		2937: 

		2938: 

		2939: 

		2940: 

		2941: 

		2942: 

		2943: 

		2944: 

		2945: 

		2946: 

		2947: 

		2948: 

		2949: 

		2950: 

		2951: 

		2952: 

		2953: N/A

		2954: N/A

		2955: N/A

		2956: N/A

		2957: N/A

		2958: N/A

		2959: N/A

		2960: N/A

		2921: [PASS]

		2922: [PASS]

		2923: [N/A]

		2924: [PASS]

		2925: [PASS]

		2926: [PASS]

		2928: [PASS]

		2929: [PASS]

		2930: [N/A]

		2931: [N/A]

		2932: [N/A]

		3067: N/A

		2961: SW Parkway 

		2962: 810 North Great Southwest Parkway

		2968: Total 

		2969: 817-759-2450

		2970: 10/17/23

		2971: 1:00pm

		29995: N/A

		2996: [PASS]

		2997: [PASS]

		2998: [PASS]

		2999: [PASS]

		3000: [N/A]

		3001: [PASS]

		3002: [PASS]

		3003: [N/A]

		3004: [PASS]

		3005: [PASS]

		3007: [PASS]

		3006: [PASS]

		3008: [PASS]

		3010: [N/A]

		3011: [PASS]

		3012: [PASS]

		3013: [N/A]

		3014: [N/A]

		3015: [N/A]

		3016: [N/A]

		3017: [N/A]

		3018: [PASS]

		2966: Off

		2972: [PASS]

		2973: [PASS]

		2974: [PASS]

		2975: [PASS]

		2976: [PASS]

		2977: [PASS]

		2978: [PASS]

		2979: [PASS]

		2980: [PASS]

		2982: [PASS]

		2981: [PASS]

		2983: [PASS]

		2984: [PASS]

		2985: [PASS]

		2986: [PASS]

		2987: [FAIL]

		2988: [PASS]

		2989: [N/A]

		2963: Off

		2964: Off

		3033: 3

		3034: 3

		3035: 4

		3036: 1

		3037: wells shut in

		3038: 

		3039: annual inspec

		3040: 

		3041: 

		3042: 

		3043: 

		3044: 

		3045: 

		3046: 

		3047: 

		3048: 

		3049: 

		3050: 

		3051: 

		3052: 

		30302: N/A

		3053: N/A

		3054: N/A

		3055: N/A

		3056: N/A

		3068: N/A

		3020: [PASS]

		3021: [PASS]

		3022: [N/A]

		3023: [PASS]

		3024: [PASS]

		3025: [PASS]

		3027: [PASS]

		3028: [PASS]

		3029: [N/A]

		3030: [N/A]

		3031: [N/A]

		Text18: 

		Text19: 

		Text7: 9:53am

		Text8: 10/19/23

		Text9: Bryan Callahan

		Text10:        N/A

		Text11: 

		Text12: 

		192: N/A

		193: N/A

		194: N/A

		195: N/A

		196: N/A

		Text20: 12/12/23

		Text21: Bryan Callahan

		Text22: N/A

		Text23: N/A

		Text24: 

		Text25: 1:10pm

		Text26: 9/25/23

		Text27: Bryan Callahan

		Text28: 

		Text29: 

		Text30: 

		293: N/A

		294: N/A

		295: N/A

		11111111: 

		Text33: Bryan Callahan

		Text34: N/A

		Text35: 

		Text36: 

		Text31: P/A

		Text32: P/A

		401: Bright Star

		402: 7300 Grindstone Court

		Text37: N/A

		Text38: N/A

		Text39: Bryan Callahan

		Text40: N/A

		Text41: N/A

		Text42: N/A

		Text43: 10:00am

		Text44: 12/11/23

		Text45: Bryan Callahan

		Text46: N/A

		Text47: 

		Text48: 

		Text49: 2:20pm

		Text50: 10/6/23

		Text51: Bryan Callahan

		Text52: N/A

		Text53: 

		Text54: 

		Text55: 1:45pm

		Text56: 12/.20/23

		Text57: Bryan Callahan

		Text59: 

		Text60: 

		Text58: N/A

		Text61: 12;11pm

		Text62: 12/11/23

		Text63: Bryan Callahan

		Text64: N/A

		Text65: 

		Text66: 

		Text68: N/A

		Text70: 

		Text71: Bryan Callahan

		Text72: 

		Text76: N/A

		Text77: 

		Text78: 

		kkiky: 2

		jjyyt: 2

		kuliy: 8

		jytee: 1

		1227: N/A

		1228: N/A

		1229: N/A

		Text79: 10:23am

		Text80: 11/29/23

		Text81: Bryan Callahan

		Text82: N/A

		Text83: 

		Text84: 

		Text85: 12:24pm

		Text86: 10/11/23

		Text87: Bryan Callahan

		Text88: N/A

		Text89: 

		Text90: 

		Text91: 1:58pm

		Text92: 10/6/23

		Text93: Bryan Callahan

		Text95: 

		Text96: 

		Text99: N/A

		Text101: 

		Text103: 

		Text98: 1:22pm

		Text100: 10/11/23

		Text102: Bryan Callahan

		Text104: 1:45pm

		Text105: 11/13.23

		Text106: Bryan Callahan

		Text109: 

		1831: N/A

		1832: N/A

		Text110: 1:20pm

		Text111: 10/12./23

		Text112: Bryan Callahan

		Text113: N/A

		Text114: 

		Text115: 

		Text116: 11:31am

		Text117: N/A

		Text118: 11/1/23

		Text119: 

		Text120: Bryan Callahan

		Text121: 

		Text122: P./A

		Text123: P/A

		Text124: Bryan Callahan

		Text125: N/A

		Text126: 

		Text127: 

		2039: Mansfield Wells

		2040: 1051 Mansfield Webb Road

		Text128: 9:00am

		Text129: 11/28/23

		Text130: Bryan Callahan

		Text131: N/A

		Text132: 

		Text133: 

		2136: N/A

		2137: N/A

		Text97: 12:23pm

		Text134: 10./26/23

		Text135: Bryan Callahan

		Text136: N/A

		Text137: 

		Text138: 

		Text140: N/A

		Text142: 

		Text143: Bryan Callahan

		Text144: 

		Text139: 11:21am

		Text141: 11/6/23

		Text145: 10:00am

		Text146: 12/11/23

		Text147: Bryan Callahan

		Text148: N/A

		Text149: 

		Text150: 

		Text151: 12:37pm

		Text152: 11/16./23

		Text153: Bryan Callahan

		Text154: N/A

		Text155: 

		Text156: 

		2602: 7

		2603: 7

		2604: 20

		Text157: N/A

		Text158: N/A

		Text159: N/A

		Text160: N/A

		Text161: N/A

		Text162: N/A

		Text163: 10:22am

		Text164: 12/11/23

		Text165: Bryan Callahan

		Text166: N/A

		Text167: 

		Text168: 

		2802: 2

		Text169: 10:28am

		Text170: 10/13/23

		Text171: Bryan Callahan

		Text172: N/A

		Text173: 

		Text174: 

		Text175: 10:35am

		Text176: N/A

		Text177: 11/1/23

		Text178: 

		Text179: Bryan Callahan

		Text180: 

		Text181: 1:00pm

		Text182: 10/17/23

		Text183: Bryan Callahan

		Text184: N/A

		Text185: 

		Text186: 

		222258: Off

		3069: TCC

		3070: 6800 South Watson Road

		3076: Total 

		3077: 817-759-2450

		3078: 10/16/23

		3079: 12:59pm

		3103: [PASS]

		3104: [PASS]

		3105: [PASS]

		3106: [PASS]

		3107: [N/A]

		3108: [PASS]

		30108: [PASS]

		3109: [N/A]

		3110: [PASS]

		3111: [PASS]

		3113: [PASS]

		3112: [PASS]

		3114: [PASS]

		3115: [N/A]

		3116: [PASS]

		3117: [PASS]

		3118: [N/A]

		3119: [N/A]

		3120: [N/A]

		3121: [N/A]

		3122: [N/A]

		3123: [PASS]

		3074: Yes

		3075: Off

		3073: Off

		3080: [PASS]

		3081: [PASS]

		3082: [PASS]

		3083: [PASS]

		3084: [PASS]

		3085: [PASS]

		3086: [PASS]

		3087: [PASS]

		3088: [PASS]

		3089: [PASS]

		3090: [PASS]

		3091: [PASS]

		3092: [PASS]

		3093: [PASS]

		3094: [PASS]

		3095: [PASS]

		3096: [PASS]

		3097: [N/A]

		3071: Off

		3072: Off

		3146: 4

		3147: 4

		3148: 8

		3149: 0

		3150: wells si at master and casing valve

		3151: 

		3152: Annual inspec.: 

		3153: 

		3154: 

		3155: 

		3156: 

		3157: 

		3158: 

		3159: 

		3160: 

		3162: 

		3161:  

		3163: 

		3164: 

		3165: 

		3166: N/A

		3167: N/A

		3168: N/A

		3169: N/A

		3170: N/A

		3171: N/A

		3172: N/A

		3173: N/A

		Text188: 10/16/23

		Text189: Bryan Callahan

		Text190: N/A

		Text191: 

		Text192: 

		Text187: 12:59pm

		3134: [PASS]

		3135: [PASS]

		3136: [N/A]

		3137: [PASS]

		3138: [PASS]

		3139: [PASS]

		3140: [PASS]

		3141: [PASS]

		3142: [PASS]

		3143: [N/A]

		3144: [N/A]

		3145: [N/A]

		9000: Truman

		9001: 310 N. Collins Street

		69002: Total 

		90003: 817-759-2450

		9004: 10/6/23

		9005: 10:30am

		9006: Off

		9007: Off

		9008: Off

		9009: Yes

		9010: Off

		9011: [PASS]

		9012: [PASS]

		9013: [PASS]

		9014: [PASS]

		9015: [PASS]

		9016: [PASS]

		9017: [PASS]

		9018: [PASS]

		9019: [PASS]

		9020: [PASS]

		9021: [PASS]

		90222: [PASS]

		9023: [PASS]

		9024: [PASS]

		9025: [PASS]

		3026: [PASS]

		9026: [PASS]

		9027: [PASS]

		9028: [N/A]

		9034: N/A

		9035: [PASS]

		9036: [PASS]

		9037: [PASS]

		9038: [PASS]

		9039: [N/A]

		9040: [PASS]

		9041: [PASS]

		69042: [N/A]

		9043: [PASS]

		9045: [PASS]

		9046: [N/A]

		9047: [PASS]

		9048: [PASS]

		9049: [N/A]

		9050: [PASS]

		9051: [PASS]

		9052: [PASS]

		9053: [N/A]

		9054: [N/A]

		9059: [N/A]

		9060: [N/A]

		9061: [PASS]

		9068: 4

		9069: 4

		9070: 11

		9071: 1

		9072: [PASS]

		9073: [PASS]

		9074: [PASS]

		9075: [PASS]

		9076: [N/A]

		9078: [PASS]

		9079: [PASS]

		9080: [PASS]

		9081: [PASS]

		9082: [N/A]

		9083: [N/A]

		9084: [N/A]

		9085: N/A

		9086: N/A

		9087: N/A

		9088: N/A

		9089: N/A

		9090: N/A

		9091: N/A

		9092: flow back ops.   site inspections continuous untill

		9093: normal prod.

		9094: 

		9095: annual inspec: 

		9096: 

		9097: 

		9098: 

		9099: 

		9100: 

		9101: 

		9102: 

		9103: 

		9104: 

		9105: 

		9106: 

		9107: 

		500: 10:30am

		502: Bryan Callahan

		503: N/A

		504: 

		506: 

		9108: White

		9109: 1899 Turner Way Rd

		91010: Total 

		9111: 817-759-2450

		9113: 10/6./23

		9114: 1:30pm

		9115: Off

		9116: Off

		9117: Off

		9118: Yes

		9119: Off

		9120: [PASS]

		9121: [PASS]

		9122: [PASS]

		9123: [PASS]

		9124: [PASS]

		9125: [PASS]

		9126: [PASS]

		9127: [PASS]

		9128: [PASS]

		9129: [PASS]

		9130: [PASS]

		9131: [PASS]

		9132: [PASS]

		9133: [PASS]

		9134: [PASS]

		9135: [PASS]

		9136: [N/A]

		9137: [N/A]

		9143: N/A

		9144: [PASS]

		9145: [PASS]

		9146: [PASS]

		9147: [PASS]

		9148: [N/A]

		9149: [PASS]

		9150: [PASS]

		9151: [N/A]

		9152: [PASS]

		9153: [PASS]

		9154: [N/A]

		9155: [PASS]

		9156: [PASS]

		9157: [N/A]

		9158: [PASS]

		9159: [PASS]

		9160: [N/A]

		9161: [N/A]

		9162: [N/A]

		9163: [N/A]

		9164: [N/A]

		9165: [PASS]

		3133: TCC

		b: 1101 West Harris Road

		501m: Bruder

		502m: 3701 W. Interstate 20 Highway

		500m: N/A

		601m: CH Enterprise

		602m: 2001 W. Division St.

		1138m: Total

		1139m: 817-759-2450

		1140m: 11/29/23

		1141m: 10:23am

		2550a: N/A

		2551a: N/A

		3019m: SW Parkway

		501n: 10/6/23

		9166b: White

		9194: 8

		9195: 8

		9196: 10

		9197: 

		9198: new wells to be drilled in future on going admin

		9199: with staff and discussion

		9200: 

		9201: annual inspec: b4, south1,bc2,a-south2,bsouth3

		9202: 

		9203: 

		9204: 

		9205: 

		9206: 

		9207: 

		9208: 

		9209: 

		9210: 

		9211: 

		9213: 

		9214: 

		9179: N/A

		9180: N/A

		9187: N/A

		9188: N/A

		9189: N/A

		9190: N/A

		9192: N/A

		9193: N/A

		601: 10/6/23

		602: Bryan Callahan

		603: N/A

		604: 

		605: 

		600: 1:30pm

		9167: [PASS]

		9168: [PASS]

		9169: [N/A]

		9170: [PASS]

		9171: [PASS]

		9172: [PASS]

		9173: [PASS]

		9174: [PASS]

		9175: [PASS]

		9176: [N/A]

		9177: [N/A]

		9178: [N/A]

		603mn: Total

		604mn: 817-759-2450

		605mn: 10/6/23

		606mn: 2:20pm

		505mlll: 12/11/23

		Text6jj: 9:54am

		324kki: [N/A]

		327kkl: [N/A]

		332hhj: [PASS]

		370llo: [PASS]

		600lll: N/A

		504mlloj: 817-759-2450

		644hhy: [PASS]

		761l: 7

		762k: 7

		763k: 10

		764k: 2

		872pp: [PASS]

		873pp: [PASS]

		yloi: [N/A]

		qqq88: [PASS]

		rrr99: [PASS]

		Text67: 11:45

		Text69: 11/15/23

		1048l: [N/A]

		1049l: [N/A]

		1051l: [N/A]

		1054l: [PASS]

		1056l: [PASS]

		1057l: [N/A]

		Text73: 10:07am

		Text74: 10/16/23

		Text75: Bryan Callahan

		1283k: [N/A]

		1284k: [N/A]

		1285k: [N/A]

		1286k: [PASS]

		1346ff: [PASS]

		1374gg: [PASS]

		1587uu: [PASS]

		1810l: [PASS]

		1811l: [PASS]

		2043mmm: 11/28/23

		2044ttt: 9:00am

		2062jjj: [PASS]

		2067yyy: [PASS]

		2367lll: [PASS]

		2450hh: 11//16/23

		2451hh: 12:37pm

		2462uu: [PASS]

		2667pp: [PASS]

		2764oooo: [PASS]

		2927l: [PASS]

		1153loi: [PASS]

		1163ooiu: [PASS]

		7895461: [PASS]

		104: 817-759-2450

		103: Total

		105: 12/12/23

		106: 12:23pm

		poiuytrewqas: 10:00am

		2651: 12/11/23

		2651gdfhr: 10/13/23

		ggrshjtyyer445: 10:23am

		9092jhgyufd: N/A

		366tuugujfvytd: [PASS]

		Text108uuhuk: N/A

		Text107opuig: N/A

		503mkpojpohnouh: Total

		67945649dr: 

		2120loohbgbyufresr: 

		jessica minley y: 1:20pm

		459679: N/A

		445: [N/A]

		Text13: 12:23pm

		Text14: Equipment Painted

		Text15: P/A

		Text16: 

		Text17: Maintenance of Equipment

		Text13q: Pipeline

		Dropdown14q: [Pass]

		Text14q: Equipment Painted

		Text15q: Pressure Relief Valve 

		Text16q: Gas Detection

		Text17q: Maintenance of Equipment

		Dropdown15q: [Pass]

		Dropdown1q: [N/A]

		Dropdown2q: [Pass]

		Text13w: Pipeline

		Dropdown14w: [Pass]

		Text14w: Equipment Painted

		Text15w: Pressure Relief Valve 

		Text16w: Gas Detection

		Text17w: Maintenance of Equipment

		Dropdown15w: [Pass]

		Dropdown1w: [N/A]

		Dropdown2w: [Pass]

		Dropdown2: [Pass]

		Dropdown1: [N/A]

		Dropdown15: [Pass]

		Dropdown14: [Pass]

		Text13e: Pipeline

		Text14e: Equipment Painted

		Text15e: Pressure Relief Valve 

		Text16e: Gas Detection

		Text17e: Maintenance of Equipment

		Text13y: Pipeline

		Text14y: Equipment Painted

		Text15y: Pressure Relief Valve 

		Text16y: Gas Detection

		Text17y: Maintenance of Equipment

		Dropdown14y: [Pass]

		Dropdown15y: [Pass]

		Dropdown1y: [N/A]

		y1546: [Pass]

		Text13r: Pipeline

		Text15r: Pressure Relief Valve 

		Text16r: Gas Detection

		Text17r: Maintenance of Equipment

		Text14r: Equipment Painted

		Dropdown14r: [Pass]

		Dropdown15r: [Pass]

		Dropdown1r: [N/A]

		Dropdown2r: [Pass]

		Text13t: Pipeline

		Text14t: Equipment Painted

		Text15t: Pressure Relief Valve 

		Text16t: Gas Detection

		Text17t: Maintenance of Equipment

		Dropdown14t: [Pass]

		Dropdown15t: [Pass]

		Dropdown1t: [N/A]

		Dropdown2t: [Pass]

		Text13u: Pipeline

		Text14u: Equipment Painted

		Text15u: Pressure Relief Valve 

		Text16u: Gas Detection

		Text17u: Maintenance of Equipment

		Dropdown14tu: [Pass]

		Dropdown15tu: [Pass]

		Dropdown1tu: [N/A]

		Dropdown2tu: [Pass]

		Text13ti: Pipeline

		Text15ti: Pressure Relief Valve 

		Text16ti: Gas Detection

		Text17ti: Maintenance of Equipment

		Dropdown14ti: [Pass]

		Dropdown15ti: [Pass]

		Dropdown1ti: [N/A]

		Dropdown2ti: [Pass]

		Text13tp: Pipeline

		Text14tp: Equipment Painted

		Text15tp: Pressure Relief Valve 

		Text16tp: Gas Detection

		Text17tp: Maintenance of Equipment

		Dropdown14tp: [Pass]

		Dropdown15tp: [Pass]

		Dropdown1tp: [N/A]

		Dropdown2p: [Pass]

		Text13ta: Pipeline

		Text14ta: Equipment Painted

		Text15ta: Pressure Relief Valve 

		Text16ta: Gas Detection

		Text17ta: Maintenance of Equipment

		Dropdown14ta: [Pass]

		Dropdown15ta: [Pass]

		Dropdown1ta: [N/A]

		Dropdown2a: [Pass]

		Text13to: Pipeline

		Text14to: Equipment Painted

		Text15to: Pressure Relief Valve 

		Text16to: Gas Detection

		Text17to: Maintenance of Equipment

		Dropdown14ts: [Pass]

		Dropdown15ts: [Pass]

		Dropdown1ts: [N/A]

		Dropdown2s: [Pass]

		Dropdown14td: [Pass]

		Dropdown15td: [Pass]

		Dropdown1td: [N/A]

		Dropdown2d: [Pass]

		Dropdown14tf: [Pass]

		Dropdown15tf: [Pass]

		Dropdown1tf: [N/A]

		Dropdown2f: [Pass]

		Dropdown14tg: [Pass]

		Dropdown15tg: [Pass]

		Dropdown1tg: [N/A]

		Dropdown2g: [Pass]

		Dropdown14th: [Pass]

		Dropdown15th: [Pass]

		Dropdown1th: [N/A]

		Dropdown2th: [Pass]

		Dropdown14tj: [Pass]

		Dropdown15tj: [Pass]

		Dropdown1tj: [N/A]

		Dropdown2j: [Pass]

		Dropdown14tk: [Pass]

		Dropdown15tk: [Pass]

		Dropdown1tk: [N/A]

		Dropdown2k: [Pass]

		Dropdown14tl: [Pass]

		Dropdown15tl: [Pass]

		Dropdown1tl: [N/A]

		Dropdown2l: [Pass]

		Dropdown14tz: [Pass]

		Dropdown15tz: [Pass]

		Dropdown1tz: [N/A]

		Dropdown2z: [Pass]

		Dropdown14tx: [Pass]

		Dropdown15tx: [Pass]

		Dropdown1tx: [N/A]

		Dropdown2x: [Pass]

		Dropdown14tc: [Pass]

		Dropdown15tc: [Pass]

		Dropdown1tc: [N/A]

		Dropdown2c: [Pass]

		Dropdown14tv: [N/A]

		Dropdown15tv: [N/A]

		Dropdown1tv: [N/A]

		Dropdown2v: [N/A]

		Dropdown14b: [Pass]

		Dropdown15tb: [Pass]

		Dropdown1tb: [N/A]

		Dropdown2b: [Pass]

		Dropdown14tn: [Pass]

		Dropdown15tn: [Pass]

		Dropdown1tn: [N/A]

		Dropdown2n: [Pass]

		Dropdown14tm: [Pass]

		Dropdown15tm: [Pass]

		Dropdown1tm: [N/A]

		Dropdown2m: [Pass]

		Dropdown14toqq: [Pass]

		Dropdown15toqq: [Pass]

		Dropdown1toqq: [N/A]

		Dropdown2tqq: [Pass]

		Dropdown14toww: [Pass]

		Dropdown15toww: [Pass]

		Dropdown1toww: [N/A]

		Dropdown2tww: [Pass]

		Dropdown14toee: [Pass]

		Dropdown15toee: [Pass]

		Dropdown1toee: [N/A]

		Dropdown2tee: [Pass]

		Dropdown1to: [N/A]

		Dropdown15to: [Pass]

		Dropdown14to: [Pass]

		Dropdown14torr: [Pass]

		Dropdown15torr: [Pass]

		Dropdown1torr: [N/A]

		Dropdown2trr: [Pass]

		Text1411589663: p/a

		4879: Pipeline

		7896631: Pressure Relief Valve 
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GAS WELL INSPECTION FORM 
AFI #: 11-237585 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result AC 360 / Total
2000 S. Watson Rd. Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Separators: 2 Compressors: 1 Tanks: 5 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 2 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-06T15:44:36-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237608 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result Agape / Total 
3411 Sherry St. Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Separators: 3 Compressors: 1 Tanks: 5 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 3 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 12/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-20T16:06:26-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237588 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result Arkansas / Total 
3031 E. Arkansas Ln.  Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Separators: 2 Compressors: 0 Tanks: 6 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 2 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 12/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-20T16:07:11-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237599 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result Bruder / Total
3701 W. I-20 Hwy. Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Separators: 7 Compressors: 1 Tanks: 9 Hydrants: 0 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 7 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/01/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-11-22T10:26:08-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237580 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


CH Enterprise / Total 
2001 W. Division St. 


Separators: 1 Compressors: 1 Tanks: 4 Hydrants: 1 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 1 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 11/29/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-06T15:47:46-0600

		Riley McClure





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass
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GAS WELL INSPECTION FORM 
AFI #: 11-237606 Sub Type:  Quarterly 


1. Signage
Address Signage
Street or Road Signage
Well Name 
Well Number
Name of Operator       
Emergency Phone Numbers 
No Smoking Sign 
Haz-mat Identification 


2. Site Protection
Gate Locked
Security Camera
Knox Lock
Fencing Intact
3. Accessibility
Entry/Approach Maintained
24' Width
14' Height
Unobstructed Access
4. Fire Protection Systems
Inspection / Maintenance
System Records
System Supervision
Fire Extinguishers
Fire Hydrants


5. Planning
Emergency Action Plan
HMMP
SDS
6. Tanks / Well Head / Other
Secondary Containment System
Storage Tank Labeling & Identification
Lightning Arrestor System 
Pipe Supports, Bracing, & Anchoring 
Vehicle Impact Protection
Soundproof Material (Non-Combustible) 
Storage of Equipment
Electrical Wiring & Equipment 
Combustible Materials on Ground 
Exit Signs
Emergency Power Supply
7. Monitoring
On-Site Security
Automatic Shut-Off Valve/BOP
Emergency Shut-In Device (ESD)
8. Explosives
Permit
Storage/Handling


*References: 2015 International Fire Code & Local Amendments


Inspection Result 


Pass Fail


Arlington Fire Prevention


Compliant Non-Compliant N/A


Cornerstone / Total 
5427 Matlock Rd. 


Separators: 7 Compressors: 0 Tanks: 10 Hydrants: 3 


SITE NAME/OPERATOR : 
A DDRESS:   


Inventory: Wells: 7 


Narrative: 


Process:


Date  Time Minutes Inspector Signature/ID # Re-inspection Date 
Order to compl y: In accordance with International Fire Code, which has been adopted by City Ordinance, the above must be corrected immediately or 
as soon as possible. Failure to comply with the above can result in legal action being taken as necessary to gain compliance.  
A re-inspection can be conducted to confirm compliance as indicated abov e. 


Compliant Non-Compliant N/A





		Narrative: 

		InspectionDate_af_date: 12/20/23

		Time: 12:00

		Minutes: 30

		ReInspectionDate_af_date: 

				2023-12-20T16:01:24-0600

		Austin Konicki





		EAP: Pass

		HMMP: Pass

		SDS: Pass

		Result: 1

		SecCon: Pass

		Labeling: Pass

		Lightning: Pass

		Piping: Pass

		VIP: Pass

		Sound: Pass

		Storage: Pass

		Electrical: Pass

		Materials: Pass

		Matterials: Off

		Exits: Pass

		Power: Pass

		Security: Pass

		BOP: Pass

		ESD: Pass

		Permit: Pass

		Explosives: Pass

		Address: Pass

		Street: Pass

		Name: Pass

		Number: Pass

		Operator: Pass

		Phone#: Pass

		Smoking: Pass

		HMID: Pass

		Gate: Pass

		Camera: Pass

		Lock: Pass

		Fencing: Pass

		Approach: Pass

		Width: Pass

		Height: Pass

		Access: Pass

		ITM: Pass

		Records: Pass

		Supervision: Pass

		FE: Pass

		FH: Pass





